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1.  THE GENERAL NOTES LISTED HERE APPLY TO ALL PLUMBING THE GENERAL NOTES LISTED HERE APPLY TO ALL PLUMBING DRAWINGS IN ADDITION TO ANY ADDITIONAL DRAWING NOTES ON THE INDIVIDUAL DRAWINGS. 2. SEE CODED NOTES ON INDIVIDUAL DRAWING SHEETS FOR SPECIFIC INSTRUCTIONAL NOTES. 3. FIELD VERIFY EXISTING CONDITIONS PRIOR TO THE START OF CONSTRUCTION.  4. CONTRACTOR IS RESPONSIBLE FOR ASBESTOS REMOVAL AS ASSOCIATED WITH PIPING/EQUIPMENT REMOVAL. SEE SPECIFICATIONS FOR ADDITIONAL INFORMATION. THE FOLLOWING AREAS ARE KNOWN TO HAVE ASBESTOS:           1.) SEAMS AND EXPOSED ENDS OF FIBERGLASS PIPING IN                         320A, 320B, 320C, AND 320E.           2.) INSULATION ON STORAGE TANKS IN MECHANICAL ROOMS OF 320A AND 320C. 5. THE DESIGN DRAWINGS ARE DIAGRAMMATIC AND ARE NOT INTENDED TO SHOW EXACT LOCATION OF EQUIPMENT AND PIPING UNLESS DIMENSIONS ARE GIVEN OR OTHERWISE IMPLIED FOR CLEARANCES, ETC. PIPING AND EQUIPMENT ARE TO BE INSTALLED ALONG THE GENERAL PLANS SHOWN ON THE DRAWINGS, BUT KEEPING IN MIND ACTUAL BUILDING CONDITIONS WHICH MUST BE CONFORMED WITH IN THE ACTUAL WORK. CONTRACTORS IN THEIR BIDS ARE REQUIRED TO INCLUDE ALL LABOR AND MATERIALS AND OTHER RELATED WORK NECESSARY TO PROVIDE MINOR OFFSETS IN PLUMBING WORK AS REQUIRED TO AVOID CONFLICT WITH OTHER WORK ON THIS PROJECT OR AS REQUIRED IN ORDER TO OBTAIN MAXIMUM HEAD ROOM OR EQUIPMENT ACCESS IN SPACES. 6. FURNISH WALL FLANGES AROUND ALL PIPING EXPOSED BELOW CEILING AND CASEWORK.  7. UNLESS OTHERWISE INDICATED, ALL PIPING TO RUN GENERALLY BELOW DUCTWORK FOR ACCESS TO VALVING. DO NOT OBSTRUCT EQUIPMENT OR ACCESS DOORS.  8. THE CONTRACTOR IS TO INSTALL HOUSEKEEPING PADS FOR ALL EQUIPMENT UNITS.  9. SEE PROJECT SPECIFICATIONS FOR CUTTING AND PATCHING RESPONSIBILITIES.  10. UNLESS NOTED OTHERWISE, DCW, DHW, RDHW PIPING IS LOCATED WITHIN FLOOR CEILING SPACE. 11. PLUMBING FIXTURE NUMBERS REFER TO PLUMBING FIXTURE SCHEDULE. 12. EQUIPMENT CONNECTION ARRANGEMENTS, FLANGES, UNIONS, VALVING, ETC. ARE NOT TYPICALLY SHOWN ON PLAN VIEWS. REFER TO DETAILS AND FLOW DIAGRAMS FOR REQUIREMENTS. INSTALL ALL VALVES AND OTHER ITEMS REQUIRING OR FACILITATING MAINTENANCE IN ACCESSIBLE LOCATIONS, AND SO AS TO NOT OBSTRUCT MAINTENANCE ON EQUIPMENT SERVED. 13. IT IS RECOGNIZED THAT DRAWINGS MAY BE PLOTTED AT DIFFERENT SCALES, SUCH THAT PLOTTED DRAWINGS MAY VARY FROM ACTUAL OR INTENDED DIMENSIONS.  THEREFORE, DRAWINGS ARE DIAGRAMMATIC AND ARE NOT TO BE SCALED.  SBM TAKES NO RESPONSIBILITY FOR ERRORS REGARDING DISCREPANCIES FROM THE ORIGINAL DRAWINGS DRAWN AT THE PROPER SCALE AND THOSE DRAWINGS THAT HAVE BEEN PLOTTED. 14. ALL NEW VALVES (INCLUDING CHECK VALVES) ARE TO BE TAGGED TO MATCH EXISTING TAG STYLE AND A NEW VALVE TAG SCHEDULE IS TO BE COMPLETED AND SUBMITTED TO OWNER. 15. SEVERAL AREAS (PHARMACY, MORGUE, RECORDS, ETC.) WITHIN THE CONSTRUCTION LIMITS WILL REQUIRE AN ESCORT BY VA PERSONNEL. CONTRACTOR IS TO COORDINATE WORK WITHIN THESE AREAS A MINIMUM OF 72 HOURS PRIOR TO ENTERING. 16. SOME AREAS OF THESE PLANS HAVE BEEN REMODELED DURING THE COURSE OF THE DESIGN OF THIS PROJECT AND THUS THE PLAN BACKGROUNDS MAY NOT BE COMPLETELY ACCURATE. 17. THE CHLORINE DIOXIDE DOMESTIC WATER CHEMICAL TREATMENT SYSTEMS ARE TO BE INSTALLED IN ACCORDANCE WITH OHIO EPA STANDARDS. THE WORK FOR THIS SYSTEM IS TO INCLUDE SPECIFIC DRAWINGS THAT ARE STAMPED BY A PROFESSIONAL ENGINEER. CONTRACTOR IS ALSO RESPONSIBLE FOR SUBMITTING PLANS AND APPLICATIONS FOR THESE SYSTEMS TO THE OHIO EPA AND OBTAINING PERMIT. 18. FOR WORK WITHIN AND ADJACENT TO SALLY PORT AREAS, THE CONTRACTOR SHALL PROVIDE ACCESS CONTROL WHILE WORK IS BEING PERFORMED. COORDINATE THIS CONTROL WITH VA SECURITY PERSONAL. 19. CONSTRUCTION BARRIERS ARE TO BE INSTALLED SUCH THAT NO MORE THAN TWO PATIENT ROOMS ARE INACCESSIBLE AT THE SAME TIME. 20. IN MENTAL HEALTH AREAS, PROVIDE TEMPORARY CONSTRUCTION BARRIERS TO THE EXTENTS REQUIRED FOR WORK IN THIS AREA. REFER TO ARCHITECTURAL DRAWINGS FOR PARTITION REQUIREMENTS. 21. ALL WORK ABOVE CEILINGS IN CORRIDORS ARE TO BE COMPLETED BETWEEN BETWEEN THE HOURS OF 5:00PM AND 7:00AM.
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